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Making a
Dramatic Impact
on Water Loss



Overview

• The Problem
• Management
• 3 Success Stories



Water Loss  the problem

EPA Fact Sheet:  Water Audits and Water Loss 
Control for Public Water Systems (2013)

• The United States will need to spend 
up to $200 billion on water systems 
over the next 20 years to upgrade 
transmission and distribution systems.

• Of this amount, $97 billion (49%) is 
estimated to be needed for water loss 
concerns.

• Average water loss in systems is 16%.
• Up to 75% of that is recoverable.



Water Loss  management

AWWA Best Practice in Water Loss Control: 
Improved Concepts for 21st Century Water 
Management



Water Loss  management

The IWA/AWWA Water Balance Table



Water Loss  management



Water Loss  management

Control Programs
• Water Audit
• Intervention
• Evaluation



Three Success Stories



1. SR6 Waterline Replacement

Aqua PA, Western Area
Mt. Jewett, PA
McKean County



SR6 Waterline Replacement

• Water Sources:
• 6 wells
• 1 spring

• Pumping capacity 180,000gpd
• 1 booster pump station
• 2 tanks
• 1,500 customers
• Aqua PA bought in 2015



SR6 Waterline Replacement

• 2016 PennDOT resurfacing project 
• Lower Lindholm Rd to Bridge St.



SR6 Waterline Replacement  scope

Pipe
• 8,670 LF of 12” DIP
• 854 LF of 8” DIP
• 65 LF of 4 & 6” DIP 
15 Hydrants 
74 Services



SR6 Waterline Replacement



SR6 Waterline Replacement
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SR6 Waterline Replacement results

Construction between 5/31/16 and 8/2/16
• Project Cost:   $1,822,050
• Pre‐Project NRW:  approx. 60% (2MG/month)
• Current NRW: approx. 10% ‐ 15%

SUCCESS!!



2. Milfred Terrace Reservoir Improvements

Tri County Joint Municipal Authority 
East Millsboro, PA
Washington County



Milfred Terrace Reservoir

Also Fayette and Greene Counties
WTP permitted capacity 2.0MGD
• 5 tanks and 1 reservoir
• 6 booster pump stations
• 10,000 customers



Milfred Terrace Reservoir

• Built in 1950’s
• 198.5’ x 198.5’ trapezoidal
• 8’ max. depth
• 2.0MG storage



Milfred Terrace Reservoir

• 12” waterline connection
• Floating cover
• Concrete tile floor
• Suspected problems?



Milfred Terrace Reservoir scope

Cover
• Existing floating cover 
modified to serve as liner

• Cut to expose floor for 
installation of mixing system

• New Cooley Inc. floating 
cover installed  



Milfred Terrace Reservoir Improvements



Milfred Terrace Reservoir Improvements



Milfred Terrace Reservoir scope

Mixing ‐ passive
• Tideflex Hydrodynamic 
Mixing System 

• Bidirectional pipe header
• 8 Inlet duckbill valves
• 6 Outlet check valves
Level monitoring 
instrumentation
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Milfred Terrace Reservoir  results

• Construction Cost: $303,905 (including mixing system)
• Power Savings:

• June $56.58/day
• July $77.16/day
• August $63.27/day

• Total Power Savings:  approx. $2,000/month
• Reduced chemical costs
• Shift eliminated
• Operational flexibility

SUCCESS!!



3. SR18 Waterline Replacement

Beaver Falls Municipal Authority
Beaver Falls, PA
Beaver County



3. SR18 Waterline Replacement

Eastvale Water Treatment Plant
10MGD permitted capacity
• 8 booster pump stations
• 15 tanks
• 50,000 customers in 23 municipalities 



SR18 Waterline Replacement  details

• Near Geneva College
• 2014‐2015 utility 
relocation 

• PennDOT resurfacing 
project





SR18 Waterline Replacement  scope

• Surface elevation 
adjustment 

• ~3,000 LF 12” PVC
• Sandy “wet” soil



SR18 Waterline Replacement  results
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Total Production (in thousand gallons)

2,422,724,000 gallons

WTP production reduced by 175,185,000 gallons 
(~500,000 gpd)

2,597,909,000 gallons

SUCCESS!!



Summary

• No project had a goal to impact water loss
• All projects had been deferred
• Available budget
• Difficult site conditions
• Operational challenges
• PennDOT implications

• Outcomes had measurable positive impacts
• Financially
• Operationally

• Reduction of Actual Losses is difficult to predict, and 
not fully understood until after project completion



Robert Horvat, PE
rhorvat@entecheng.com
cell: 412‐759‐3140

Check out our website:
www.entecheng.com

Connect with me on LinkedIN

Questions?


